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SJ SEISMIC JOINT
SLR SEALER
SNC SANITARY NAPKIN CABINET
SND SANITARY NAPKIN DISPENSER
SNR SANITARY NAPKIN RECEPTACLE
SPEC SPECIFICATION(S)
SQ SQUARE
SS STAINLESS STEEL
SSM SOLID SURFACE MATERIAL
ST STAIN
STD STANDARD
STF STOREFRONT
STL STEEL
STO STORAGE
STRUC STRUCTURE / STRUCTURAL
SUBST SUBSTRATE
SUSP SUSPEND(ED)
SV SHEET VINYL

T TREAD
T&G TONGUE AND GROOVE
TB TOWEL BAR
TB THERMAL BREAK / TACK BOARD
TEL TELEPHONE
TEMP TEMPERATURE
THK THICK(NESS)
THOLD THRESHOLD
THRU THROUGH
TLT TOILET
TO TOP OF
TOM TOP OF MASONRY
TOW TOP OF WALL
TPD TOILET PAPER DISPENSER
TPTN TOILET PARTITION
TS TUBE STEEL / TOILETRY SHELF
TSTAT THERMOSTAT
TV TELEVISION
TYP TYPICAL
TZ TERRAZZO

UG UNDERGROUND
UH UNIT HEATER
UL UNDERWRITER'S LABORATORY
UNFIN UNFINISHED
UON UNLESS OTHERWISE NOTED
UR URINAL

VAC VACUUM
VAR VARIES
VCT VINYL COMPOSITION TILE
VERT VERTICAL
VEST VESTIBULE
VR VAPOR RETARDER
VTR VENT THROUGH ROOF

W WEST / WIDTH
W/ WITH
W/O WITHOUT
WB WOOD BASE
WC WATER CLOSET
WD WOOD
WDO WINDOW
WF WIDE FLANGE
WP WATERPROOF(ING)
WR WATER RESISTANT / WASTE RECEPTACLE
WSCT WAINSCOT
WT WEIGHT
WWF WELDED WIRE FABRIC

NO NUMBER
NOM NOMINAL
NR NON-RATED
NTS NOT TO SCALE

O/A OUTSIDE AIR
OC ON CENTER
OD OUTSIDE DIAMETER
OFCI OWNER FURNISHED-CONTRACTOR INSTALLED
OFF OFFICE
OFOI OWNER FURNISHED-OWNER INSTALLED
OH OVERHEAD
OPNG OPENING
OPP OPPOSITE
ORD OVERFLOW ROOF DRAIN
ORIG ORIGINAL

PBD PARTICLE BOARD
PL PROPERTY LINE / PLATE
PLAM PLASTIC LAMINATE
PLAS PLASTER
PLWD PLYWOOD
PNL PANEL
PR PAIR
PRCST PRECAST
PREFAB PREFABRICATED
PREFIN PREFINISHED
PROJ PROJECT
PSF POUNDS PER SQUARE FOOT
PSI POUNDS PER SQUARE INCH
PT PAINT / POST TENSION
PTD PAPER TOWEL DISPENSER
PTDR PAPER TOWEL DISPENSER AND RECEPTACLE
PTN PARTITION
PTR PAPER TOWEL RECEPTACLE
PVC POLYVINYL CHLORIDE

QT QUARRY TILE

R RISER
R/A RETURN AIR
RAD RADIUS
RB RUBBER / RUBBER BASE
RCP REFLECTED CEILING PLAN
RD ROOF DRAIN
REF REFERENCE
REINF REINFORCE(D) (ING) (MENT)
REQD REQUIRED
RESIL RESILIENT
REV REVISE / REVISION
RF RESILIENT FLOORING
RFG ROOFING
RFS RAISED FLOOR SYSTEM
RHK ROBE HOOK
RHMS ROUND HEAD MACHINE SCREW
RHWS ROUND HEAD WOOD SCREW
RL RAIN LEADER
RM ROOM
RND ROUND
RO ROUGH OPENING
RTR RUBBER TREAD & RISER

S SOUTH
S/A SUPPLY AIR
SB SHOWER BENCH
SC SOLID CORE
SCD SEAT COVER DISPENSER
SCHED SCHEDULE
SCWD SOLID CORE WOOD
SD STORM DRAIN / SOAP DISPENSER
SECT SECTION
SF SQUARE FOOT / FEET
SHT SHEET
SHTG SHEATHING
SHWR SHOWER
SIM SIMILAR

GWB GYPSUM WALLBOARD
GYP GYPSUM

HB HOSE BIB
HC HANDICAPPED
HCWD HOLLOW CORE WOOD
HDO HIGH DENSITY OVERLAY
HDWD HARDWOOD
HDWR HARDWARE
HM HOLLOW METAL
HND HAND
HORIZ HORIZONTAL
HR HOUR
HT / H HEIGHT
HTG HEATING
HVAC HEATING, VENTILATION AND AIR CONDITIONING

IBC INTERNATIONAL BUILDING CODE
ID INSIDE DIAMETER
IHM INSULATED HOLLOW METAL
IMP INSULATED METAL PANEL
IN INCH
INFO INFORMATION
INSUL INSULATION
INT INTERIOR
INV INVERT

JAN JANITOR
JST JOIST
JT JOINT

KD KNOCKDOWN
KIT KITCHEN
KO KNOCKOUT
KPL KICK PLATE

LAB LABORATORY
LAM LAMINATE
LAV LAVATORY
LB POUND
LBL LABEL
LDRY LAUNDRY
LF LINEAR FOOT
LIN LINOLEUM
LKR LOCKER
LT LIGHT
LVR LOUVER

MATL MATERIAL
MAX MAXIMUM
MB MACHINE BOLT
MDF MEDIUM DENSITY FIBERBOARD
MDO MEDIUM DENSITY OVERLAY
MECH MECHANICAL
MEP MECHANICAL, ELECTRICAL AND PLUMBING
MEZZ MEZZANINE
MFG MANUFACTURER(ED)
MH MANHOLE
MHK MOP HOOK
MILWK MILLWORK
MIN MINIMUM
MIR MIRROR
MISC MISCELLANEOUS
MLDG MOULDING
MMB MEMBRANE
MO MASONRY OPENING
MTD MOUNTED
MTL METAL
MTR BD MORTAR BED

N NORTH
NA NOT APPLICABLE
NAT FIN NATURAL FINISH
NFS NON FROST SUSCEPTIBLE
NIC NOT IN CONTRACT
NLB NON LOAD BEARING

DIM DIMENSION
DN DOWN
DR DOOR
DS DOWNSPOUT
DWG DRAWING
DWR DRAWER

E EAST
E/A EXHAUST AIR
EA EACH
EHD ELECTRIC HAND DRYER
EIFS EXTERIOR INSULATION FINISH SYSTEM
EL ELEVATION
ELEC ELECTRICAL
ELEV ELEVATOR
ENCL ENCLOSURE
ENGR ENGINEER
EPDM ETHYLENE PROPYLENE DIENE MONOMER
EQ EQUAL
EQUIP EQUIPMENT
EW EACH WAY
EXH EXHAUST
EXP EXPANSION / EXPANDED
EXP JT EXPANSION JOINT
EXST EXISTING
EXT EXTERIOR
EXTR EXTRUDED

F FAHRENHEIT
FA FIRE ALARM
FAB FABRICATE(D)
FACP FIRE ALARM CONTROL PANEL
FD FLOOR DRAIN
FDC FIRE DEPARTMENT CONNECTION
FDN FOUNDATION
FE FIRE EXTINGUISHER
FEC FIRE EXTINGUISHER CABINET
FF FACTORY FINISHED
FG FIBERGLASS
FHC FIRE HOSE CABINET
FHMS FLAT HEAD MACINE SCREW
FHWS FLAY HEAD WOOD SCREW
FIG FIGURE
FIN FINISH
FIN FLR FINISH FLOOR
FIN GR FINISH GRADE
FLG FLASHING
FLR FLOOR
FLRG FLOORING
FOC FACE OF CONCRETE
FOF FACE OF FINISH
FOM FACE OF MASONRY
FOS FACE OF STUD
FOW FACE OF WALL
FPRF FIRE PROOFING
FR FIRE RATING
FRP FIBERGLASS REINFORCED PANEL
FRT FIRE RETARDANT TREATED
FT FOOT / FEET
FTG FOOTING
FXTR FIXTURE

GA GAUGE
GALV GALVANIZED
GB GRAB BAR
GC GENERAL CONTRACTOR
GCMU GLAZED CONCRETE MASONRY UNIT
GEN GENERAL
GL GLASS
GLB GLUE LAM BEAM
GLU-LAM GLUE LAMINATED
GMGWB GLASS MESH GYPSUM WALL BOARD
GOV GOVERNMENT
GR GRADE
GRTG GRATING
GSP GALVINIZED STEEL PIPE

AB ANCHOR BOLT
AC ASPHALTIC CONCRETE
ACM ALUMINUM COMPOSITE PANEL
ACST ACOUSTICAL
ACT ACOUSTICAL CEILING TILE
ADDN ADDITION / ADDITIONAL
ADJ ADJACENT / ADJUSTABLE
AFF ABOVE FINISHED FLOOR
AHJ AUTHORITY HAVING JURISDICTION
AHU AIR HANDLING UNIT
ALT ALTERNATE
ALUM ALUMINUM
ANOD ANODIZED
AP ACOUSTICAL PANEL
APPROX APPROXIMATE(LY)
ARCH ARCHITECT / ARCHITECTURAL

BBT BIOBASED TILE
BD BOARD
BLDG BUILDING
BLK BLOCK
BLKG BLOCKING
BM BEAM
BO BOTTOM OF
BOD BOTTOM OF DECK
BOT BOTTOM
BRG BEARING
BSMT BASEMENT
BTWN BETWEEN
BUR BUILT-UP ROOF

C CELSIUS
CAB CABINET
CB CHALK BOARD
CBB CEMENT BACKER BOARD
CCTV CLOSED CIRCUIT TELEVISION
CG CORNER GUARD
CHKRD CHECKERED
CJ CONTROL JOINT
CL CENTERLINE
CLG CEILING
CLO CLOSET
CLR CLEAR
CMP CORRUGATED METAL PIPE
CMU CONCRETE MASONRY UNIT
CO CLEAN OUT
COL COLUMN
COMM COMMUNICATION
CONC CONCRETE
CONN CONNECTION
CONST CONSTRUCTION
CONT CONTINUOUS
CONTR CONTRACT(OR)
CONV CONVECTOR
COORD COORDINATE
CORR CORRIDOR
CPT CARPET
CSK COUNTERSINK
CSMT CASEMENT
CT CERAMIC TILE
CTR CENTER(ED)
CU CUBIC
CUH CABINET UNIT HEATER
CW CURTAIN WALL

D DEPTH
DBL DOUBLE
DCS DIAPER CHANGING STATION
DEG DEGREE
DEMO DEMOLITION
DEPT DEPARTMENT
DET DETAIL
DF DRINKING FOUNTAIN
DFC DRINKING FOUNTAIN - COOLER
DIA DIAMETER
DIFF DIFFUSER

GENERAL
G0.00 COVER SHEET
G0.01 GENERAL INFORMATION SHEET
G1.00 CODE ANALYSIS INFORMATION
G3.00 ADAAG RAMP / STAIR ACCESSIBILITY DIAGRAMS
G3.01 ADAAG BUILDING ACCESSIBILITY
G3.02 ADAAG SIGNAGE, RESTROOM, AND ACCESSORY

ACCESS DIAGRAMS

ARCHITECTURE
A1.01 FLOOR PLAN -BASEMENT
A1.02 FLOOR PLAN - LEVEL 1
A1.50 REFLECTED CEILING PLANS
A2.00 EXTERIOR ELEVATIONS

GENERAL  ABBREVIATIONS SHEET INDEX

GENERAL NOTES
1. ALL CONSTRUCTION SHALL COMPLY WITH APPLICABLE CODES AS ADOPTED AND AMENDED BY CITY OF HOMER. AND THE STATE OF ALASKA'S FIRE 
MARSHAL

2. THESE DRAWINGS ARE SUPPLIED TO THE CONTRACTOR AND OTHERS FOR THEIR USE FOR THIS SPECIFIC  PROJECT.  ALL COPIES OF THESE 
DRAWINGS SHALL REMAIN THE PROPERTY OF kpb architects. AND SHALL NOT BE REUSED OR REPRODUCED WITHOUT PERMISSION OF kpb architects. 

3. THE ORGANIZATION OF DOCUMENTS ARE NOT INTENDED TO CONTROL THE DIVISION OF WORK.  DIVISION OF  WORK SHALL BE THE SOLE 
RESPONSIBILITY OF THE CONTRACTOR.

4. DIMENSIONS ARE TO FACE OF STUD, FACE OF MASONRY, FACE OF CONCRETE OR GRID LINE AT NEW  CONSTRUCTION AND FACE OF EXISTING FINISH 
AT EXISTING CONSTRUCTION UNLESS OTHERWISE NOTED.

5. CONTRACTOR SHALL VERIFY DIMENSIONS, REQUIRED CLEARANCES, AND POWER AND PLUMBING REQUIREMENTS  FOR ALL OWNER AND NIC ITEMS.  
NOTIFY ARCHITECT OF ANY DISCREPANCIES PRIOR TO COMMENCEMENT OF WORK. 

6. EXISTING CONDITIONS SHOWN ARE BASED ON RECORD DRAWINGS AND / OR ORIGINAL CONSTRUCTION  DRAWINGS.  CONTRACTOR SHALL VERIFY 
EXISTING CONDITIONS PRIOR TO COMMENCEMENT OF WORK.  NOTIFY  ARCHITECT OF ANY DISCREPANCIES PRIOR TO  COMMENCEMENT OF WORK.
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Name of Project: HOMER COUNCIL ON THE ARTS RENOVATION
Address: 355 W. PIONEER AVE, HOMER, AK
Proposed Use: BUSINESS
Owned By: HOMER COUNCIL ON THE ARTS
Code Enforcement Jurisdiction: CITY OF HOMER
Project Description: HCOA would like to utilize the existing basement, which is primarily used for 
storage currently, to a multi-functional space to be used for public education and workshops. 

APPLICABLE CODES:
• International Building Code (IBC) — 2012 Edition
• International Fire Code (IFC) — 2012 Edition
• International Mechanical Code (IMC) — 2012 Edition
• NFPA 70, National Electric Code (NEC) — 2014 Edition
• ICC/ANSI A 117.1 Handicapped Accessibility Standards — 2009 Edition
• International Fuel Gas Code (IFGC) - 2012 Edition 

CHAPTER 3 - PRIMARY USE OR OCCUPANCY CLASSIFICATION (NO CHANGE)

EXISTING - GROUP B BUSINESS
PROPOSED -GROUP B BUSINESS

CHAPTER 5 - BUILDING AREA MODIFICATIONS

GROUP B BUSINESS
ALLOWABLE SQUARE FOOTAGE (503): 9,000 SF
BASEMENT LEVEL                             1,678 SF
LEVEL 1                                                                                  2,727 SF
ACTUAL SQUARE FOOTAGE: 4,405 SF - OK
ALLOWABLE MAX HEIGHT (503): 40'
ACTUAL BUILDING HEIGHT: 26'
ALLOWABLE MAX STORIES (503): 2
ACTUAL NUMBER OF STORIES OF OCCUPANCY: 2

ACTUAL TOTAL BUILDING AREA: 4,405 SF

CHAPTER 6 - BUILDING CONSTRUCTION

TYPE VB - COMBUSTIBLE, NON-RATED, NON-SPRINKLERED

CHAPTER 7 - FIRE AND SMOKE PROTECTION FEATURES

WALL ALONG GRID LINE 'C' IS CONSTRUCTED OF CMU AND ASSUMED TO BE 2-HOUR RATED. 
(BASED ON CODE AND CONDITIONS SURVEY FOR THE FORAKER GROUP DATED APRIL 2014 
PERFORMED BY KLAUS MAYER)

CHAPTER 9 - FIRE PROTECTION SYSTEMS

BUILDING IS NON-SPRINKLERED

CHAPTER 10 - MEANS OF EGRESS

NUMBER/ARRANGEMENT OF EXITS & ACTUAL TRAVEL DISTANCE SHOWN ON PLANS
REQUIRED DISTANCE BETWEEN EXIT DOORS SHOWN ON PLANS

EXITS REQUIRED (1015.1):
MAX TRAVEL DISTANCE (TABLE 1016.1): 250'

REQUIRED DISTANCE BETWEEN EXIT DOORS SHOWN ON PLANS
NOT LESS THAN 1/2 THE DIAGONAL DISTANCE OF THE AREA SERVED (1015.2.1)

OCCUPANT LOAD PER SPACE SHOWN ON PLANS

OCCUPANT LOAD AREA (TABLE 1004.1.1):
SEE PLANS AND TABLES

COMMON PATH OF TRAVEL (1014.3) B OCCUPANCY < 100'-0"

MINIMUM WIDTH OF EXIT PASSAGE (1018.2) 36" (OCCUPANCY<50)

CHAPTER 11 - ACCESSIBILITY

THE MAIN ENTRY AT THE GROUND LEVEL HAS AN ADA ACCESSIBLE RAMP LEADING TO THE 
FRONT ENTRY DOORS. ALL OTHER ACCESS AND EGRESS ARE NOT WHEELCHAIR 
COMPLIANT DUE TO STAIRS. 

CHAPTER 12 - INTERIOR ENVIRONMENT
APPROVED CODE MODIFICATION PER SOA FIRE MARSHAL - APPLICATION NO. 2020AFM1016
THE EXISTING BASEMENT HAS A CEILING HEIGHT OF 7’-6” TO THE BOTTOM OF JOISTS. WITH 
THE ADDITION OF FINISHES THE HEIGHT WILL BE REDUCED TO APPROXIMATELY 7’-4 ½”. 
THE EXISTING BEAMS ARE PROPOSED TO BE RAISED SO THE EXISTING JOIST HANG OFF 
THE BEAMS RATHER THAN REST ON THE BEAMS; THE BOTTOM OF THE MODIFIED BEAMS 
WILL BE 7’-1 ½”.

SECTION 1208.2 (2012 INTERNATIONAL BUILDING CODE)
7’-6” IS THE MINIMUM HEIGHT FOR HABITABLE SPACES INCLUDING CORRIDORS.
BATHROOMS, TOILET ROOMS, KITCHENS, STORAGE ROOMS, AND LAUNDRY ROOMS 
SHALL BE PERMITTED TO HAVE A CEILING HEIGHT OF 7’-0” MIN.

SECTION 1208.2.1 (2012 INTERNATIONAL BUILDING CODE)
ANY ROOM WITH A FURRED CEILING SHALL BE REQUIRED TO HAVE THE MINIMUM 
CEILING HEIGHT IN TWO-THIRDS OF THE AREA THEREOF, BUT IN NO CASE SHALL 
THE HEIGHT OF THE FURRED CEILING BE LESS THAN 7 FEET.
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CODE-OCCUPANT LOAD TABULATION

Area Use of Space
SFPer
Person

Net_
Gross Persons

BASEMENT
750 SF Educational-Classroom area 20 net 38
95 SF Accessory storage areas, mechanical equipment room 300 gross 1

253 SF Educational-Shops and other Vocational areas 50 net 5
128 SF Accessory storage areas, mechanical equipment room 300 gross 1
115 SF Business Areas 100 gross 1
46 SF Accessory storage areas, mechanical equipment room 300 gross 1

47
LEVEL 1

1,074 SF Assembly - Exhibit Gallery and Museum 30 net 36
195 SF Business Areas 100 gross 2
166 SF Educational-Shops and other Vocational areas 50 net 3
197 SF Business Areas 100 gross 2
261 SF Business Areas 100 gross 3
324 SF Educational-Shops and other Vocational areas 50 net 6
26 SF Accessory storage areas, mechanical equipment room 300 gross 1
32 SF Accessory storage areas, mechanical equipment room 300 gross 1

54
Grand total: 14 101

3/32" = 1'-0"3 LEVEL 1 - OCCUPANT LOAD

3/32" = 1'-0"1 LEVEL 1 - OCCUPANCY CLASSIFICATION

TRAVEL DISTANCE
DIAGONAL A 64'-0"

DIAGONAL B 74'-0"

ROUTE A 19'-0"

ROUTE B 13'-6"

ROUTE C 50'-6"

3/32" = 1'-0"2 BASEMENT - OCCUPANCY CLASSIFICATION

3/32" = 1'-0"4 BASEMENT - OCCUPANT LOAD
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REFERENCED RCP NOTES

EXPOSED BEAM

NEW CEILING ON EXISTING JOISTS 7'-4" HEIGHT TYP.

EXISTING CRAWL SPACE

1

2

3

GENERAL RCP NOTES
1. VERIFY ALL UTILITIES IN AREAS RECEIVING GWB CEILINGS/ 

SOFFITS.  NOTIFY ARCHITECT OF ANY CONFLICTS WITH SPECIFIED 
CEILING HEIGHTS AND LIGHTING LOCATIONS.

2. ALL CEILING ELEMENTS SUCH AS SPRINKLERS, SMOKES, 
SPEAKERS, ETC... ARE TO ALIGN WITH LIGHT FIXTURES IN GWB 
CEILINGS.  SUBMIT LOCATIONS TO ARCHITECT FOR APPROVAL 
PRIOR TO INSTALLATION.

3. SEE ELECTRICAL AND MECHANICAL DRAWINGS FOR LIGHTING 
LAYOUT AND VENTILATION/HEATING
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'J' TRIM

(E) BEAM LET INTO 
EXISTING JOISTS

1 FLOOR-CEILING ASSEMBLY
1 HR RATED (UL DES L514)

TYPICAL BASEMENT CEILING

(E) 1X6 T&G SUB FLOOR

(E) WD JOISTS @ 16" O.C.

3/8" ACOUSTI-MAT OR SIMILAR

FLOOR FINISH TBD

ACOUSTIC SOUND BATT 
INSULATION

HAT CHANNEL @ 24" O.C.

5/8" SHEETROCK FIRECODE C 
CORE GYPSUM PANELS(TYPE X)

JOB NO.
DATE
DRAWN
REVIEWED

SHEET NO.

SHEET NAME

HALF-SCALE AT 11X17

A1.50

REFLECTED CEILING
PLANS

TN
JS

HO
ME

R 
CO

UN
CI

L O
N 

TH
E 

AR
TS

BA
SE

ME
NT

 R
EN

OV
AT

IO
N

35
5 W

. P
IO

NE
ER

 A
VE

, H
OM

ER
, A

K,
 99

60
3

20056.01
11.18.2020

PE
RM

IT
 D

OC
UM

EN
TS

0 8' 12' 16'4'

Graphic Scale: 1 inch = 4 feet

REVISION SCHEDULE

# DESCRIPTION DATE

1/4" = 1'-0"1 CEILING PLAN - BASEMENT

1 1/2" = 1'-0"2 NEW CLG@BEAM

Jae B. Shin
No. AELA 10240

11/19/20



GENERAL ELEVATION NOTES
1. ELEVATIONS FOR REFERENCE ONLY.

LEVEL 1
0"

LEVEL 2
15' - 0"

BASEMENT
-8' - 6"

CA.1A B

2' - 0" 26' - 6" 17' - 6"

46' - 0"

LEVEL 1
0"

LEVEL 2
15' - 0"

BASEMENT
-8' - 6"

3 12
60' - 0"

16' - 0" 44' - 0"

LEVEL 1
0"

LEVEL 2
15' - 0"

BASEMENT
-8' - 6"

31 2
16' - 0"44' - 0"

60' - 0"

LEVEL 1
0"

LEVEL 2
15' - 0"

BASEMENT
-8' - 6"

C A.1 AB
46' - 0"

17' - 6" 26' - 6" 2' - 0"

JOB NO.
DATE
DRAWN
REVIEWED

SHEET NO.

SHEET NAME

HALF-SCALE AT 11X17

A2.00

EXTERIOR ELEVATIONS

TN
JS

HO
ME

R 
CO

UN
CI

L O
N 

TH
E 

AR
TS

BA
SE

ME
NT

 R
EN

OV
AT

IO
N

35
5 W

. P
IO

NE
ER

 A
VE

, H
OM

ER
, A

K,
 99

60
3

20056.01
11.18.2020

PE
RM

IT
 D

OC
UM

EN
TS

1/8" = 1'-0"1 ELEVATION - WEST
1/8" = 1'-0"2 ELEVATION - NORTH

1/8" = 1'-0"3 ELEVATION - SOUTH
1/8" = 1'-0"4 ELEVATION - EAST

0 16' 24' 32'8'

Graphic Scale: 1 inch = 8 feet

REVISION SCHEDULE

# DESCRIPTION DATE

Jae B. Shin
No. AELA 10240

11/19/20














